Abstract: Energy consumption reduction under changing climate conditions is a major challenge in buildings design, where excessive energy consumption creates an economic and environmental burden. Improving thermal performance of the buildings through support applying phase change material (PCM) is a promising strategy for reducing building energy consumption under future climate change. Therefore, this study aims to investigate the energy saving potentials in buildings under future climate conditions in the humid and snowy regions in the hot continental and humid subtropical climates of the east Asia (Seoul, Tokyo and Hong Kong) when various PCMs with different phase change temperatures are applied to a lightweight building envelope. Methodology in this work is implemented in two phases: firstly, investigation of energy saving potentials in buildings through inclusion of three types of PCMs with different phase temperatures into the building envelop separately and use weather file in the present (2017); and, secondly, evaluation of the effect of future climate change on the performance of PCMs by analyzing energy saving potentials of PCMs with 2020, 2050 and 2080 weather data. The results show that the inclusion of PCM into the building envelope is a promising strategy to increase the energy performance in buildings during both heating and cooling seasons in Seoul, Tokyo and Hong Kong under future climate conditions. The energy savings achieved by using PCMs in those regions are electricity savings of 4.48-8.21%, 3.81-9.69%, and 1.94-5.15%, and gas savings of 1.65-16.59%, 7.60-61.76%), and 62.07-93.33% in Seoul, Tokyo and Hong Kong, respectively, for the years 2017, 2020, 2050 and 2080. In addition, BioPCM and RUBITHERMPCM are the most efficient for improving thermal performance and saving energy in buildings in the tested regions and years.
Introduction
Reducing the cooling and heating requirements of buildings as the climate changes is one of the main challenges in buildings design worldwide [1, 2] . The building sector consumes 20-40% of all energy, especially in developed countries [1, 3] , and nearly 50% of the energy used in buildings is consumed by Heating Ventilation and Air Conditioning (HVAC) [3, 4] . In addition, 30-40% of greenhouse gas emissions are caused by energy consumption in buildings [2, 5] . Therefore, in the absence of energy improvements in buildings, global energy demand will increase about 50% by 2050 [6] .
Improving energy performance in buildings can be achieved by both passive means (development of the building envelope) [6] and active means (smart HVAC equipment) [7] . Investment in the building envelope is an ideal solution because a passive design can achieve long-term energy efficiency and carbon removal with the help of the sun. In addition, it will enhance thermal comfort, which increases energy savings by stabilizing the indoor air temperature [3, 4] . Building envelopes are distinguished by their ability to regulate the heat exchange between the interior and exterior environments, which affects developing countries have shown high increases in recent years, an average annual growth of about 2.2% in the past decade. In China, the energy consumed in and by buildings exceeds that consumed in US buildings, and it is expected to increase significantly in the coming years, driven by demand for new buildings [24] . In Sweden, the residential and services sector consumed 40% of the country's total energy in 2011, and 60% of that was for heating and hot water generation [1]. Nakagami et al. [25] reported that, in Asia, household energy consumption will rise in the future, which will affect developing countries in Asia as well. As shown by this review of global energy demand, existing policies are insufficient to reduce energy consumption in general.
Relationship between Climate Change and Energy Consumption
The climate is the main determinant of energy demand. Changes in the climate will alter the demand and demand patterns of energy use in buildings [26] . There is agreement that a hotter climate will increase energy demand for air conditioning [27, 28] . As shown by Wang using existing buildings data in the USA, buildings in moderate climates will see increasing energy demand for cooling, whereas buildings in cold zones will reduce their energy consumption for heating systems because of warmer winters [29] . A study by Kalvelage et al. examined the effects of climate on comfort hours and energy consumption in buildings using data from five locations around the USA. The one-year results showed that the number of hours requiring heating increased, while the need for cooling decreased, along with number of the global comfort hours [30] . Another study in Spain included various climates and data from existing buildings from representative cities in Spain. It used the degree day method and concluded that cooling demand will rise between 10.7% and 29.6%, although heating demand has decreased 30-36% in some cities [31] . A study in Chile considered the optimization of annual energy demand in office buildings under the influence of climate change using the nine climatic zones that represent the country's main inhabited areas in 2020, 2050, and 2080. That research clarifies how future climate scenarios will affect the energy demand for different types of office buildings in Chile and how their shape and enclosure can be optimized [28] . A study in the Guangdong province in southern China found that cooling and heating demands are increasing significantly because of global warming. The average increase in surface temperature has reached 0.38 • C per decade, the highest rate in 50 years [32] . Several previous studies have shown that climate change directly influences a building's external conditions, which affects energy demand. Therefore, increasing the energy efficiency of buildings is an effective strategy for reducing energy consumption and mitigating greenhouse gas emissions. PCMs represent one main measure for adapting to climate changes in a building's design and operational stages.
Application of PCMs in Buildings
Air conditioning systems in buildings represent a significant part of global energy use. Therefore, it is necessary to improve the energy performance of buildings, which can be achieved by passive means in the building envelope [6] or active means with smart HVAC equipment [7] . The building envelope regulates the heat exchange between the indoor and outdoor environments and greatly affects building energy requirements and the thermal comfort of occupants. In addition, it has potential to integrate new materials and systems. PCMs are a promising strategy for improving the energy performance of buildings through their high energy storage capacity. When PCMs are incorporated into a building envelope (in the walls or other components [19] ), they can store and release energy as latent heat in short temperature ranges, which results in a large increase in the building's thermal mass [33] .
PCM application in buildings reduces heating and cooling loads and carbon emissions and provides excellent living comfort [20, 34, 35] . A considerable number of researchers have published studies about the application of PCMs in buildings. Cabeza et al. [36] investigated the use of microencapsulated PCMs on concrete walls. Their experimental results showed that the indoor temperature of the PCM-enhanced concrete building was 1 • C lower than that of the building without PCM. In addition, the maximum temperature in the space with the PCM-enhanced wall shifted by two hours. Lee et al. [37] showed that integrating a thin PCM layer into the walls of residential buildings modified the heat flow fluctuations as well as the temperature. Their experimental results showed 30-40% of the peak heat flux reductions, a 2-6 h delay in the peak heat flux, and maximum daily heat transfer reductions of 3-27%. Soares et al. [38] found that applying a PCM to the drywall in a lightweight steel-framed building improved energy efficiency by 10-60%, depending on the climate zone. Yoon-Bok Seong and Jae-Han Lim [19] reported that the peak heating and cooling loads of a building decreased depending on the type and phase change temperature of the PCM used. A study in New Zealand reported that using a high-melting-point PCM with an underfloor heating system led to an important shift in peak loads. In addition, using a low-melting-point PCM in the walls and ceiling provided the comfort needed in the building [39] . Zhu et al. [16] found that the optimal melting temperatures for internal PCMs are affected by the indoor air temperature, whereas the optimal melting temperatures for external PCMs are affected by the outdoor air temperature.
A passive PCM heating and cooling system is a sustainable way to ensure thermal comfort and reduce the heating and cooling demand in buildings. For example, a study in Australia identified the ability of PCMs to reduce HVAC demand in main Australian cities. Those results showed that applying PCMs in buildings would decrease diurnal and nocturnal temperature fluctuations and increase the thermal comfort of occupants [40] . Another study investigated the energy savings from applying PCMs to lightweight steel-framed buildings in EU climates; those results suggest that applying PCMs to the walls improved the energy performance in all EU climates [41] . Sage-Lauck et al. [42] described how using PCMs in a passive house would decrease overheating in the summer by significantly reducing the hours of overheating in a specific area and thereby improving thermal comfort. Saffari et al. [3] described applying a PCM with a high melting point to building envelope models and found that they improved the heating and cooling energy performance and achieved high energy savings. A study in Chile evaluated the influence of PCMs on energy performance in relocatable lightweight buildings under different weather conditions. Those results showed that energy saving potentials are limited in tropical and snow climate regions and acceptable in arid and warm temperate climates [4] . Goudarzi and Mostafaeipour reported that using passive techniques reduced the total energy loss through the building envelope in hot and dry regions [43] . In addition, several other previous studies have investigated the effects of PCMs on energy performance and the hours of comfort in buildings using a fixed thermostat temperature [22, 44] . Although fixed thermostat temperature control could be an option for a specific climate zone and building type, but it does not consider the influences of the outdoor and indoor boundary conditions or the building characteristics.
Looking at the existing literature regarding PCMs, it is clear that PCMs provide great benefits in the context of building energy consumption. It is also clear that climatic conditions play a huge role on the performance of PCMs. As such. The current study will make two major contributions to the existing literature. First, we study energy saving potentials of three different types of PCMs in three humid regions (i.e., Seoul, Tokyo and Hong Kong) and two snowy regions (i.e., Seoul and Tokyo). Secondly, we assess the effect of future climate change on the performance of PCMs by analysis energy saving potentials of PCMs under 2020, 2050 and 2080 weather data.
Materials and Methods

The Simulation Model
The studied building is a Department of Energy (DOE) [45] medium office building model. It was selected from the U.S. Department of Energy Commercial Reference Building Models from the National Building Stock as the base case model for this energy simulation (Figure 1 ). The construction details of the lightweight building model are shown in Tables 1 and 2 . The model modified according to a previous study [3] , ANSI/ASHRAE standard 140-2011 [46] , and EnergyPlus [47] . Three PCMs with different melting temperatures were evaluated, taking into account the heating and cooling set point temperatures of 20 • C and 26 • C, respectively: DuPonEnergainPCM (21.6 • C), RUBITHERMPCM (25 • C) and BioPCM (29 • C). The physical properties of the PCMs are given in Table 3 . A set of numerical simulations was conducted using the EnergyPlus software and assuming that each PCM was applied separately between the fiberglass quilt and plasterboard of the interior wall and roof ( Figure 2 ). The interior environmental characteristics with and without PCM were analyzed to show the optimal method of PCM application. The PCM application in the building envelope was in a continuous layer of plastic encapsulation that looks like a mat. Dynamic energy simulations were conducted using EnergyPlus (8.0, USA Department of Energy, Washington, DC., USA)software for three climate zones (Seoul, Tokyo, and Hong Kong) in two different climatic conditions: humid tropical and subtropical. The simulations were run for one year during the present (2017), 2020, 2050, and 2080 using the conduction finite difference algorithm (CondFD), which discretizes the building envelope (ceilings, floors, and walls) into different nodes (the user can select Crank-Nicholson or fully implicit discretization) and numerically solves the appropriate heat transfer equations using the finite difference method [18, 48, 49] . The current study used fully implicit discretization. To consider specific heat changes during the PCM simulation, the CondFD method is paired with the enthalpy temperature function, which reads user inputs of the enthalpies at different temperatures. The enthalpies in each node get updated in each iteration and are then used to develop the equivalent specific heat at each time step.
Assuming fixed state conditions (Figure 3 ), thermal conduction for the control volume "i − 1" to control volume "i" can be computed by Fourier's equation. During a time-step, the increase in the enthalpy by the control volume "i" is summed by Equation (2) . Equation (1) is included in Equation (2) to obtain Equation (3) and to expression about the specific changes in enthalpy as a temperature change multiplied by the specific heat capacity. Based on the user input data and Equation (4) the specific heat can be updated in each iteration using the Enthalpy-Temperature function. Through these processes, the node enthalpies are updated at each time step, and the changing characteristics of PCM can be accurately analyzed. In the CondFD algorithm, all elements are divided or discretized using Equation (5) , which depends on a space discretization constant c, the thermal diffusivity of the material α, and the time step. The default space discretization value of three (equivalent to a Fourier number (Fo) of 1/3) has been used [19, 48] . Dynamic energy simulations were conducted using EnergyPlus (8.0, USA Department of Energy, Washington, DC, USA)software for three climate zones (Seoul, Tokyo, and Hong Kong) in two different climatic conditions: humid tropical and subtropical. The simulations were run for one year during the present (2017), 2020, 2050, and 2080 using the conduction finite difference algorithm (CondFD), which discretizes the building envelope (ceilings, floors, and walls) into different nodes (the user can select Crank-Nicholson or fully implicit discretization) and numerically solves the appropriate heat transfer equations using the finite difference method [18, 48, 49] . The current study used fully implicit discretization. To consider specific heat changes during the PCM simulation, the CondFD method is paired with the enthalpy temperature function, which reads user inputs of the enthalpies at different temperatures. The enthalpies in each node get updated in each iteration and are then used to develop the equivalent specific heat at each time step.
Assuming fixed state conditions ( Figure 3 ), thermal conduction for the control volume "i − 1" to control volume "i" can be computed by Fourier's equation. During a time-step, the increase in the enthalpy by the control volume "i" is summed by Equation (2). Equation (1) is included in Equation (2) to obtain Equation (3) and to expression about the specific changes in enthalpy as a temperature change multiplied by the specific heat capacity. Based on the user input data and Equation (4) the specific heat can be updated in each iteration using the Enthalpy-Temperature function. Through these processes, the node enthalpies are updated at each time step, and the changing characteristics of PCM can be accurately analyzed. In the CondFD algorithm, all elements are divided or discretized using Equation (5), which depends on a space discretization constant c, the thermal diffusivity of the material α, and the time step. The default space discretization value of three (equivalent to a Fourier number (Fo) of 1/3) has been used [19, 48] .
7 of 23 To ensure model accuracy with the CondFD and simulation process, the simulation time step was set to 1 min and the space discretization to 3 min. The CondFD algorithm and PCM were verified and validated analytically, through comparative testing, and empirically by Tabares-Velasco et al. [48, 49] . The PCM algorithm in EnergyPlus was validated against observed data from other researchers [28, 40, 42] and the experimental data of Kuznik and Virgone, who investigated the thermal performance of a PCM copolymer composite wallboard in a lightweight building in a full scale test [50] . The energy and thermal performance of the DOE medium office building model was analyzed for two periods, winter and summer. Including the PCM in the wallboard reduced wall surface temperature fluctuations, enhanced thermal comfort, and achieved energy savings. To ensure model accuracy with the CondFD and simulation process, the simulation time step was set to 1 min and the space discretization to 3 min. The CondFD algorithm and PCM were verified and validated analytically, through comparative testing, and empirically by Tabares-Velasco et al. [48, 49] . The PCM algorithm in EnergyPlus was validated against observed data from other researchers [28, 40, 42] and the experimental data of Kuznik and Virgone, who investigated the thermal performance of a PCM copolymer composite wallboard in a lightweight building in a full scale test [50] . The energy and thermal performance of the DOE medium office building model was analyzed for two periods, winter and summer. Including the PCM in the wallboard reduced wall surface temperature fluctuations, enhanced thermal comfort, and achieved energy savings. To ensure model accuracy with the CondFD and simulation process, the simulation time step was set to 1 min and the space discretization to 3 min. The CondFD algorithm and PCM were verified and validated analytically, through comparative testing, and empirically by Tabares-Velasco et al. [48, 49] . The PCM algorithm in EnergyPlus was validated against observed data from other researchers [28, 40, 42] and the experimental data of Kuznik and Virgone, who investigated the thermal performance of a PCM copolymer composite wallboard in a lightweight building in a full scale test [50] . The energy and thermal performance of the DOE medium office building model was analyzed for two periods, winter and summer. Including the PCM in the wallboard reduced wall surface temperature fluctuations, enhanced thermal comfort, and achieved energy savings.
Building Description
The studied building is a DOE [45] medium office building model with a total area of 4982.19 m 2 . It was selected from U.S. Department of Energy Commercial Reference Building Models from the National Building Stock for the energy simulation in Building (Figure 1 ). It consists of three floors, each with an area of 1660.73 m 2 . The window to wall ratio is 33% of the total wall area per floor. The construction details of the building were based on previous studies [3, 46, 47] . The building models are considered as an office building space. To investigate the influences of PCMs on the heating and cooling energy performances, four building prototypes are considered. The reference model without PCM is compared to another three with PCM incorporated into its envelopes. The PCMs were installed on the interior surfaces between the fiberglass and plasterboard of the roof and all four sides of the interior walls (Figure 3) . The construction details of the lightweight building model are shown in Tables 1 and 2 and the physical properties of the used PCMs are listed in Table 3 .
Phase Change Materials
Three types of the phase change materials, BioPCM [51, 52] , DuPonEnergainPCM [48, 53] and MRUBITHRMPCM [3, 54, 55] , were selected to serve as the PCM which is contained in the supporting materials, Table 3 . Their melting points vary: 29 • C fo BioPCM; 21.6 • C for DuPonEnergainPCM); and 25 • C for RUBITHRMPCM. Moreover, they vary in their heat capacity, and, as previous studies [3, 40, 51, 52] reported, these materials can store a large amount of energy in short temperature ranges when incorporated into a building envelope.
PCMs are derived from organic materials. It is characterized as less flammable and can be manufactured. Additionally, it is highly effective in the humid climate zones such as in Seoul, Tokyo and Hong Kong. PCMs can also be manufactured such that the melting points can vary (−22.7 • C to 78.33 • C for BioPCM; −9 • C to 80 • C for DuPonEnergainPCM; and −20 • C to 27 • C for MRUBITHRMPCM), making it easy to use in different climate zones.
PCMs were separately incorporated on the interior surfaces between the fiberglass and plasterboard of the roof and all four sides of the interior walls of the building envelope. During the day when the ambient temperature is high (the cooling season), PCM melts (changes phase from solid to liquid) storing a large amount of thermal energy, which is called the charging process. This reduces the thermal gains of the building, and hence less energy is consumed by the air conditioning system (HVAC) to cool the building. As the PCM freezes at night (i.e., changes phase from liquid to solid), the heat is dissipated into both the building and the surrounding environment. This process is called discharging process, which is useful during the heating season.
Weather Data for Climate Change
This study included humid tropical and subtropical climates according to the Köppen-Geiger classification (Table 4) , and three climatic zones. The weather data files were obtained from Energy Efficiency & Renewable Energy (EERE). A representative region (Seoul, Tokyo, and Hong Kong) was chosen for each of the three climatic zones. Data were transformed into EnergyPlus weather format for use in EnergyPlus. The future climate (2020, 2050 and 2080) was modeled using the UK Met Office Hadley Centre Coupled Model HadCM3-A2 [56] . The HadCM3 model predicts future trends in average values; it has a grid resolution of 2.5 • × 3.8 • , which means that each simulated grid element covers around 278 × 422 km 2 . The weather data used in this study should be understood as probable expected climatic changes for each specific period using open boundary conditions in the selected locations with a margin of error that corresponds to the grid size of the HadCM3 model [29, 57] . 
Simulation Method
The simulation used weather data for Tokyo, Seoul, and Hong Kong, which were obtained from Real-Time Weather Data at Energy Efficiency & Renewable Energy (EERE). All simulations were carried out using EnergyPlus for one year. In addition, the simulations took into account the climate change scenarios (2020, 2050 and 2080) for each climate zone. The PCMs were installed between the fiberglass and plasterboard of the roof and all four sides of the interior walls ( Figure 3) .
The thermostat cooling and heating set points and HVAC operation schedules for the different regions were assigned according to Asian building codes (APEC) [58] , assuming that the simulated zone is office building. The heat balance algorithm used for the cases without and with PCM was the finite difference method, mentioned above.
The cooling and heating energy consumption were calculated using the ideal load module of EnergyPlus that is an ideal variable Air volume terminal unit with variable supply temperature and humidity. It is distinguished because of its ability to supply the necessary cooling and heating air at specified conditions to meet the zone heating or cooling load without defining water loops and air loops. In addition, the purpose of this study was to calculate the total energy requirement of the office building under various conditions, thus the Ideal System was used.
For each region, simulations have performed using PCMs with different melting temperatures and different latent heat: 29 • C and 219 kJ/kg, 25 • C and 170 kJ/kg, and 21.6 • C and 130 kJ/kg for BioPCM, RUBITHERMPCM and DuPonEnergainPCM, respectively. Most importantly, the phase change has taken into account enthalpy temperature for all PCMs. The indoor environment characteristics with and without the PCM were also analyzed during the cooling and heating periods.
Results
Effect of PCM on Indoor Environment
To evaluate the performance of PCMs, researchers usually look at the indoor temperature profile during a short representative period in the summer, winter, or mid-season [14, 44] . The evaluation then compares the energy used with and without the PCM. Therefore, this study considers two days in August (the cooling period) and two days in January (the heating period) to evaluate the indoor environment. This model used PCMs with melting points of 21.6 °C (DuPonEnergainPCM), 25 °C (MRUBITHRMPCM), and 29 °C (BioPCM). When the zone reached the melting temperature, the PCMs melted and stored energy as latent heat through the process of melting (changing phases), which prevented the ambient temperature of the zone from rising. At night, when the temperature decreased below 21.6 °C, 25 °C, or 29 °C, the PCMs resolidified, discharging the stored heat and increasing the zone ambient temperature. Thus, incorporating PCMs reduced the average temperature of the zone by 1.2-2 °C in August (Figure 4 ) and increased it by 0.3-0.5 °C in January ( Figure 5 ) in Hong Kong. Figures 4 and 5 also show that integrating the PCMs decreased the time in which the zone temperature was outside the comfort zone. Figures 6 and 7 show the operative temperature with and without PCMs for 14 and 15 August and January in Tokyo. As shown in the figures, installing a PCM on the interior surface of the building envelope reduced the peak operative temperature about 1 °C in August in Tokyo. The PCMs also maintained the operative temperatures during both the heating and cooling seasons; for example, with a PCM, the operative temperature remained within range on both 14 This model used PCMs with melting points of 21.6 °C (DuPonEnergainPCM), 25 °C (MRUBITHRMPCM), and 29 °C (BioPCM). When the zone reached the melting temperature, the PCMs melted and stored energy as latent heat through the process of melting (changing phases), which prevented the ambient temperature of the zone from rising. At night, when the temperature decreased below 21.6 °C, 25 °C, or 29 °C, the PCMs resolidified, discharging the stored heat and increasing the zone ambient temperature. Thus, incorporating PCMs reduced the average temperature of the zone by 1.2-2 °C in August (Figure 4 ) and increased it by 0.3-0.5 °C in January ( Figure 5 ) in Hong Kong. Figures 4 and 5 also show that integrating the PCMs decreased the time in which the zone temperature was outside the comfort zone. Figures 6 and 7 show the operative temperature with and without PCMs for 14 and 15 August and January in Tokyo. As shown in the figures, installing a PCM on the interior surface of the building envelope reduced the peak operative temperature about 1 °C in August in Tokyo. The PCMs also maintained the operative temperatures during both the heating and cooling seasons; for example, with a PCM, the operative temperature remained within range on both 14 Figures 6 and 7 show the operative temperature with and without PCMs for 14-15 August and January in Tokyo. As shown in the figures, installing a PCM on the interior surface of the building envelope reduced the peak operative temperature about 1 • C in August in Tokyo. The PCMs also maintained the operative temperatures during both the heating and cooling seasons; for example, with a PCM, the operative temperature remained within range on both 14 Moreover, a significant mitigation of the swings in daily surface temperature can be observed when using a PCM, as shown in Figures 8-11 : for example, in Figure 9 , the peak surface temperature of the east wall in August decreased from 25.7 °C on the first day to 24.6 °C during the second day, and the surface temperature of the east wall in January increased from 18.1 °C on the first day to 23.5 °C during the second day, as shown in Figure 11 . The differences are clear between the surface temperatures of the south and east walls with and without a PCM (Figures 8-11 ).
To get a more comprehensive view of the improved sense of comfort offered by the PCMs, a deeper analysis simulated the charging and discharging processes in the building envelope ( Figures  12-15 ) to evaluate the indoor air temperature and operative temperature in the building. The charging and discharging processes during the night and day on the southern and eastern walls are Moreover, a significant mitigation of the swings in daily surface temperature can be observed when using a PCM, as shown in Figures 8-11 : for example, in Figure 9 , the peak surface temperature of the east wall in August decreased from 25.7 °C on the first day to 24.6 °C during the second day, and the surface temperature of the east wall in January increased from 18.1 °C on the first day to 23.5 °C during the second day, as shown in Figure 11 . The differences are clear between the surface temperatures of the south and east walls with and without a PCM (Figures 8-11 ).
To get a more comprehensive view of the improved sense of comfort offered by the PCMs, a deeper analysis simulated the charging and discharging processes in the building envelope ( Figures  12-15 ) to evaluate the indoor air temperature and operative temperature in the building. The charging and discharging processes during the night and day on the southern and eastern walls are Moreover, a significant mitigation of the swings in daily surface temperature can be observed when using a PCM, as shown in Figures 8-11 : for example, in Figure 9 , the peak surface temperature of the east wall in August decreased from 25.7 • C on the first day to 24.6 • C during the second day, and the surface temperature of the east wall in January increased from 18.1 • C on the first day to 23.5 • C during the second day, as shown in Figure 11 . The differences are clear between the surface temperatures of the south and east walls with and without a PCM (Figures 8-11 ).
To get a more comprehensive view of the improved sense of comfort offered by the PCMs, a deeper analysis simulated the charging and discharging processes in the building envelope (Figures 12-15) to evaluate the indoor air temperature and operative temperature in the building. The charging and discharging processes during the night and day on the southern and eastern walls are significant, as shown by the variations between the walls with and without PCM. Including a PCM in the building envelope achieved significant benefits. Moreover, the charging and discharging processes during the night and day affected the surface temperature and operative temperature within the building, as shown in Figures 6-11 . Without PCM (Figures 12-15) , the charging and discharging processes were negligible, which explains the ups and downs in the surface temperature and operative temperature throughout the night and day.
Appl. Sci. 2017, 7, x 12 of 23 significant, as shown by the variations between the walls with and without PCM. Including a PCM in the building envelope achieved significant benefits. Moreover, the charging and discharging processes during the night and day affected the surface temperature and operative temperature within the building, as shown in Figures 6-11 . Without PCM (Figures 12-15) , the charging and discharging processes were negligible, which explains the ups and downs in the surface temperature and operative temperature throughout the night and day. significant, as shown by the variations between the walls with and without PCM. Including a PCM in the building envelope achieved significant benefits. Moreover, the charging and discharging processes during the night and day affected the surface temperature and operative temperature within the building, as shown in Figures 6-11 . Without PCM (Figures 12-15) , the charging and discharging processes were negligible, which explains the ups and downs in the surface temperature and operative temperature throughout the night and day. The PCMs were effective during both the cooling and heating seasons, but they were more effective from June to August because, in that period, the local climate was favorable to regular charging and discharging. From December to March, the daytime temperatures were not warm enough to melt the PCMs. However, the PCMs did seem to be active in that period (Figures 4-7) . As shown in Figures 4-11 , PCM effectiveness varied with the time of year in all regions.
The study results show that including a PCM (BioPCM, 29 • C; DuPonEnergainPCM, 21.6 • C; or RUBITHERMPCM, 25 • C) conferred significant benefits in improving the thermal conditions in the interior environment in Seoul, Tokyo, and Hong Kong during both the cooling and heating seasons under predicted future climate conditions. This significant benefit varied among the PCMs based on their melting temperature and the time of year. The BioPCM more efficiently improved the interior environment and saved more energy than the RUBITHERPCM and DuPonEnergainPCM.
Despite the high humidity in Seoul and Tokyo in the summer and the cold in winters in Hong Kong, Seoul, and Tokyo, this study's results confirm that incorporating a PCM into a building's envelope improved indoor thermal comfort.
Effects of PCM on Heating and Cooling Loads
The simulation results for the annual cooling and heating loads with and without a PCM are shown in Tables 5-8 . The simulation results show that integrating PCMs has significant potential to reduce those annual loads now, as well as in 2020, 2050, and 2080 in Seoul, Tokyo, and Hong Kong. Those regions could achieve reductions in energy consumption by using PCMs to significantly decrease HVAC usage. The percentage of energy savings was calculated using Formula (6). Changing climate conditions will increase the cooling load in the summer and decrease the heating load in the winter. Integrating PCMs into building envelopes could reduce the annual cooling energy demand for HVAC operation and energy used to produce cold air in the building (see percent energy savings, Tables 6 and 8 × 100 (6) The annual loads for cooling and heating with BioPCM and RUITHERPCM decreased more than with DuPonEnergainPCM because the former PCMs melt at 29 • C and 25 • C, respectively. As shown in Tables 5 and 7 , Hong Kong, followed by Tokyo and Seoul, achieved the highest percentage of heating energy savings with BioPCM and RUBTHERMPCM, whereas Seoul, followed by Tokyo and Hong Kong, had the highest percentage of cooling energy savings at the present, as well as in 2020, 2050, and 2080 (Tables 6 and 8 ). The differences shown by the results are a reflection of the melting point of the PCMs, the PCM position, and the local climate in the study zones.
The melting temperatures of the PCMs used are appropriate for reducing the cooling and heating loads and thus providing significant benefits in both the cooling and heating seasons. The simulation results also show that energy requirements for HVAC system operation and the production of warm and cold air were low in 2020, 2050, and 2080 as a result of incorporating PCMs into the building envelope, which reduced the effects of climate change on energy requirements. 
Effect of PCM on Energy Consumption
The simulation results for overall annual electricity and gas consumption at the present, as well as in 2020, 2050, and 2080 for the building with PCM and building without PCM are shown in Tables 9  and 10 . The percentage of energy savings (electricity and gas) was calculated using Formula (7). In all zones, the percentages of electricity and gas savings were higher at higher temperature-fluctuation rates.
Incorporating PCMs into the building envelope resulted in electricity and gas savings during both the winter and summer. % of energy and gas saving = Energy and gas consumption without PCM−Electricty and gas consumption with PCM Electricty and gas consumption with PCM × 100 (7) Similar to the trend for temperature fluctuation values, the PCM with the highest melting point worked best during the simulation years in Seoul, Tokyo, and Hong Kong. Table 9 and Figure 16 show that BioPCM (29 • C) and RUBITHERMPCM (25 • C) achieved the highest electricity savings in Tokyo, followed by Seoul and Hong Kong. DuPonEnergainPCM (21.6 • C) (Table 10 and Figure 17 ) achieved the highest gas savings in Hong Kong, followed by Tokyo and Seoul. In Seoul, the thermostat heating and cooling set points are 20 • C and 26 • C, respectively. When the zone temperature was above 29 • C (BioPCM), 25 • C (RUBITHERMPCM), and 21.6 • C (DuPonEnergainPCM), the PCMs were in their liquid phase. The thermostat set point for cooling indicates that energy was required to cool the zone to 26 • C, which all three PCMs did by solidifying, and that resulted in consumption reductions for electricity and gas during the cooling season. Similar cases were observed in Tokyo and Hong Kong. The higher temperature fluctuation values of the PCM 25 and PCM 29 meant that, in the thermostat range (20) (21) (22) (23) (24) (25) (26) • C), they offered the highest consumption reductions in electricity and gas at the present, as well as in 2020, 2050, and 2080. Therefore, it is important to select a PCM melting point temperature range suited to both the local climate and local thermostat set points. A higher melting point does not always mean higher energy savings. Figure 17 shows that DuPonEnergainPCM (21.6 • C), followed by RUBITHERMPCM (25 • C), better reduced gas consumption in Tokyo, Seoul, and Hong Kong than BioPCM (29 • C), and Figure 16 shows that, in 2050 and 2080, Hong Kong will likely depend on electrical energy instead of gas for cooling and heating (Table 10 ): Figure 17 shows gas savings in Hong Kong of 83.03%, 91.47%, and 92.60%, which is unreasonable when the highest electricity savings in Hong Kong is only 5%. As shown in the simulation results for Hong Kong, by 2050 and 2080, gas consumption is low (see also  Tables 9 and 10 ), which suggests gas will no longer be used to heat or cool buildings in the future; thus, gas savings will range 62.14-92.60%. Therefore, it is important to select a PCM melting point temperature range suited to both the local climate and local thermostat set points. A higher melting point does not always mean higher energy savings. Figure 17 shows that DuPonEnergainPCM (21.6 °C), followed by RUBITHERMPCM (25 °C), better reduced gas consumption in Tokyo, Seoul, and Hong Kong than BioPCM (29 °C), and Figure  16 shows that, in 2050 and 2080, Hong Kong will likely depend on electrical energy instead of gas for cooling and heating (Table 10 ): Figure 17 shows gas savings in Hong Kong of 83.03%, 91.47%, and 92.60%, which is unreasonable when the highest electricity savings in Hong Kong is only 5%. As shown in the simulation results for Hong Kong, by 2050 and 2080, gas consumption is low (see also  Tables 9 and 10 ), which suggests gas will no longer be used to heat or cool buildings in the future; thus, gas savings will range 62.14-92.60%. 
Discussion
This study tested three kinds of PCMs with different melting temperatures to investigate the energy saving potential they provide under future climate conditions. The weather in Seoul and Tokyo is characterized by high humidity in the summer, which reduced the efficiency of the PCMs. The cold winters in Hong Kong, Tokyo, and Seoul also compromised the effectiveness of the PCMs. The methodology of this study uses predictions of future climate changes to determine the effectiveness of PCMs incorporated into a building envelope at the present, as well as in 2020, 2050, and 2080. Organic PCMs were chosen because they are more chemically stable than inorganic PCMs and are suitable and compatible building materials that melt congruently.
The results of this study indicate that incorporating a PCM with an appropriate melting phase temperature into a building's envelope has significant potential to save energy during the cooling and heating periods. In this study, the PCM was positioned between the plasterboard and the fiberglass quilt of all four interior walls and in the roof.
The position of the PCM reduced the number of hours that the building interior spent outside the thermal comfort zone. In addition, assuming a 24 h HVAC schedule, the PCM with a melting phase temperature of 29 • C provided the highest annual energy savings. Using a PCM under this operational schedule provided benefits during both the cooling and heating periods. The BioPCM was more efficient than the DuPonEnergainPCM and RUBITHERMPCM because of its melting temperature, which was closer to the heating and cooling set-point temperatures in the cooling and heating seasons.
The simulation results confirm the energy savings potential of the PCMs in humid climates under future climate conditions; the energy savings depend on their chemical and physical properties, their position in the building envelope, and their thickness. The organic PCMs are best for such regions because they are least effected by moisture.
The energy savings in the heating season are attributable to only partial melting of the PCMs for less of each day (noon until evening) than in the cooling season because of moderate ambient temperature, moderate solar radiation, or both. In addition, the liquid-solid transition (solidification) overnight discharged the stored heat into the interior of the office building. This additional heat helped maintain the interior environment and decreased the HVAC workload.
The important results of this study are the predicted estimates for energy consumption under future climate conditions, the effects of climate change on the efficiency of PCMs, and the effects of PCMs on energy consumption. Previous studies [4, 16, 19] did not investigate PCM effectiveness under future climate conditions. These results confirm that climate change will have little effect on the energy saving potential of PCMs appropriate to local climate conditions.
Conclusions
This study aimed to support the application of PCM technology in the building sector as passive alternative to save energy in the buildings and assess its influence on building energy performance under future climate conditions. However, use of numerical models is the fastest tool to assess applicability of specific technology or materials in the buildings, especially with regard to energy requirements under future climate conditions.
As such, results presented in this study highlight the energy saving potential due to incorporation of various PCMs with different phase temperature in the building envelopes both for cooling and heating periods in humid and snowy regions in the hot continental and humid subtropical climates of East Asia (Seoul, Tokyo and Hong Kong). Utilizing PCMs-incorporated BioPCM, DuPonEnergainPCM, RUBITHERMPCM into the building envelope was shown to be a promising strategy to increase energy performance in buildings during both heating and cooling seasons in the humid regions (Seoul, Tokyo and Hong Kong) and snowy regions (Seoul and Tokyo) under future climate conditions. The highest energy savings achieved by using PCMs in those regions are: electricity savings of 4.48-8.21%, 3.81-9.69%, and 1.94-5.15%, and gas savings of 1.65-16.59%, 7.60-61.76%, and 62.07-93.33% in Seoul, Tokyo and Hong Kong, respectively.
On the other hand, these materials (PCMs) can be used in both new buildings and existing buildings to improve their thermal performance and energy consumption reduction. PCM efficiency depends on the local climate zone, melting temperature, PCM location in the building envelope and thickness of the PCM layer. Especially, a PCM's optimum melting temperature for energy savings depends on the details of a particular climate zone, where PCM with a melting temperature outside the thermal comfort range does not provide energy reductions regardless of large future fluctuations in the temperature. The results also showed, the PCMs implemented in the building envelopes with melting point of 29 • C (BioPCM) and 25 • C (RUBITHERMPCM) have allowed achieving important reductions of electricity and gas consumption for cooling and heating periods under future climate conditions:
For Seoul, electricity savings by BioPCM in present, 2020, 2050 and 2080 were shown to be 8.21%, 8.18%, 7.81% and 6.91% respectively and RUBITHERMPCM in present, 2020, 2050 and 2080 were shown to be 6.53%, 6.95%, 6.62% and 5.82% respectively. For Tokyo, electricity savings by BioPCM in present, 2020, 2050 and 2080 were shown to be 9.69%, 8.78%, 7.94% and 6.60% respectively and RUBITHERMPCM in present, 2020, 2050 and 2080 were shown to be 7.89%, 7.32%, 6.53% and 5.48% respectively. For Hong Kong, electricity savings by BioPCM in present, 2020, 2050 and 2080 were shown to be 5.15%, 4.37%, 3.71% and 2.49%) respectively and RUBITHERMPCM in present, 2020, 2050 and 2080 were shown to be 4.45%, 4.17%, 3.79% and 3.10%, respectively.
For Seoul, gas savings by BioPCM in present, 2020, 2050 and 2080 were shown to be 1.65%, 3.61%, 4.75% and 6.77% respectively and RUBITHERMPCM in present, 2020, 2050 and 2080 were shown to be 3.25%, 5.51%, 7.36% and 9.72% respectively. For Tokyo, gas savings by BioPCM in present, 2020, 2050 and 2080 were shown to be 7.60%, 22.94%, 30.13% and 38.43% respectively and RUBITHERMPCM in present, 2020, 2050 and 2080 were shown to be 10.63%, 29.44%, 37.62% and 46.86% respectively. For Hong Kong, gas savings by BioPCM in present, 2020, 2050 and 2080 were shown to be 67.20%, 62.07%, 88.33% and 0.00% respectively and RUBITHERMPCM in present, 2020, 2050 and 2080 were shown to be 76.92%, 69.40%, 93.33% and 0.00%) respectively.
Finally, Future climate change will not have much effect on the energy saving potential of a PCM with characteristics appropriate to the local climate and prevailing conditions. In future work, it would be interesting to answer the questions: What are the appropriate characteristics of the PCM within the local climate prevailing conditions? What temperature ranges are the best for each day? How can these values predicted the day before so the controller can change the set ranges of the building envelope heating unit?
